FUEL BAY 2
FUEL BAY 1

- REMOVE EX. DEF SUPPLY TANK AND APPURTENANCES.
- CAP AIR SUPPLY TO PNEUMATIC PUMP.
- REMOVE EX. DEF DISPENSERS AND ALL ASSOCIATED PIPING BACK TO SUPPLY TANK.
- RELOCATE VEHICLE SENSOR.
- RELOCATE EX. METER, FUEL STAND AND FILTER HOLDER, AND HOSE RETRIEVER. DO NOT REINSTALL DIESEL FILTERS.
- EX. SUMP TO REMAIN.
  - CLEAN OUT SUMP
  - REPLACE GASKET
  - INSTALL NEW BOLTS AND WASHERS
- REMOVE EX. TRAMWAY AND OVERHEAD FUEL PIPING SUPPORT.
- EX. TRAMWAY AND OVERHEAD PIPING TO REMAIN.
- REMOVE EX. SATELLITE FUEL STAND.
- REMOVE EX. ABOVEGROUND FUEL PIPING FROM SUMP TO METER.
  - INSTALL NEW ABOVEGROUND 2" G.I FUEL PIPING FROM SUMP TO METER.
- REMOVE EX. TRAMWAY AND OVERHEAD FUEL PIPING SUPPORT.
- REMOVE EX. ON/OFF LEVER AND REPLACE WITH NOZZLE BOOT.
- EX. SUMP TO REMAIN.
  - CLEAN OUT SUMP
  - REPLACE GASKET
  - INSTALL NEW BOLTS AND WASHERS
- EX. EMERGENCY PUMP SHUT DOWN EX. ELECTRICAL PANEL PP-3 AND TROUGH WITH SEAL-OFFS.
- EX. TWO VEEDER-ROOT TLS-450 MONITORING CONSOLES AND ELECTRICAL TROUGH WITH SEAL-OFFS.
- EX. PUMP CONTROL CENTER.
  - REMOVE HOSE STAND
  - EX. METER, REPLACE EXISTING DIESEL FILTERS WITH GASOLINE FILTERS.
  - RELOCATE EX. HOSE RETRIEVER.
  - EX. METER, INSTALL NEW GASOLINE FILTERS.
  - EX. HOSE STAND.
  - EX. RETRIEVER.
  - RELOCATE EX. TRAMWAY, OVERHEAD FUEL PIPING SUPPORT, AND FUEL HOSE FROM CENTER ISLAND. INSTALL ADDITIONAL SUPPORTS AS NEEDED.
- CONNECT RELOCATED OVERHEAD FUEL HOSE WITH RELOCATED METER AND FUEL STAND.

PLAN REFERENCE:
BASE PLAN PER PLAN ENTITLED "FIRST FLOOR PROCESS PLAN", PREPARED FOR GREATER HARTFORD TRANSIT DISTRICT, BY GREGG WIES & GARDNER ARCHITECTS, LLC, 151 EAST STREET, NEW HAVEN, CT 06511, SCALE: 1"=40', DATED 06/18/2015.

GENERAL NOTES:
RED SOX SUCK
67 Hall Road
Sturbridge, MA 01560
PHone: 774-241-0901
fax: 774-241-0906
enViRonMental SeRViSeS
engineeRing SeRViSeS
EX. DEF DISPENSER TO BE REMOVED
EX. METER
EX. SUMP (TYP.)
EX. FUEL MANAGEMENT SYSTEM

RELOCATE EX. METER AND HOSE STAND APPROX. 15' TO THE SOUTH

EX. UNDERGROUND PRODUCT PIPING TO REMAIN

EX. FIRE EXTINGUISHER
EX. TRANSITION SUMP TO REMAIN
GENERATOR

EX. OPEN BAY ENTRANCE/EXIT
EX. FUEL BAY 2
EX. FUEL BAY 1
EX. OPEN WALL (SCREENING LOUVERS)

RELOCATE EX. VEHICLE SENSOR APPROX. 6' TO THE NORTH

EX. STORAGE BAY
EX. WASH BAY
EX. EMERGENCY PUMP SHUT DOWN
EX. ELECTRICAL PANEL PP-3 AND TROUGH WITH SEAL-OFFS
EX. TWO VEEDER-ROOT TLS-450 MONITORING CONSOLES AND ELECTRICAL TROUGH WITH SEAL OFFS

THREE NEW BOLLARDS TO MATCH EXISTING

EX. 10,000 GAL CAPACITY GASOLINE ABOVE-GROUND STORAGE TANK TO BE CONVERTED FROM DIESEL FUEL TO GASOLINE

EX. CRUSHED STONE SURFACE

EX. UNDERGROUND FUEL PIPING TO REMAIN

EX. BALL VALVE
EX. SOLENOID VALVE
EX. 2" G.I. FUEL LINE
EX. FILL PORT WITH CONTAINMENT

COMPLETE ALL TESTING PRIOR TO FILLING TANK

EX. BIT. PAVEMENT
EX. 6" HIGH CONCRETE ISLANDS
EX. GAUGE AND VALVE AT INTERSTITIAL SPACE FITTING
EX. DEF TANK TO REMAIN
EX. CONCRETE PAD
EX. CONCRETE PAD

CLEAN TANK PRIOR TO FILLING WITH GASOLINE. PURGE PIPING WITH GASOLINE UNTIL FREE OF DIESEL CONTAMINATION

EX. SATELLITE HOSE STAND TO BE REMOVED
EX. MASTER HOSE STAND, CONVERT WITH NOZZLE BOOT

RELOCATE EX. HOSE RETRIEVER

8" DIA., SCH. 80 PIPE BOLLARD. FILLED w/CONCRETE AND PAINTED "SAFETY YELLOW" DOME TOP

CONCRETE ENCASEMENT
CONCRETE SLAB / PAVEMENT
PILECAP
" BASE PL. w(4) 3" DIA. ADHESIVE ANCHORS (6 5/8" MIN. EMBED)
4'-0" JOINT MATERIAL w/SEALANT TO T.O. PILECAP
EL. SEE PLAN

PLAN REFERENCE:
PLANT REFERENCE:
BASE PLAN PER PLAN ENTITLED "LAYOUT PLAN", PREPARED FOR GREATER HARTFORD TRANSIT DISTRICT, BY GREGG WIES & GARDNER ARCHITECTS, LLC, 151 EAST STREET, NEW HAVEN, CT 06511, SCALE: 1"=40', DATED 06/18/2015

Scale 1/2" = 1.0'